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No FF Code Description
101 FF240A Mobile Foam Unit /BS336 275"

106 FF251 Extinguisher Dry Powder, 12kg

42 FF202 Stop valve

52 FF207A Fire department connection /BS336 24"
72 FF220A Fire Hose Cabinet 1 1/2" /BS336 214"

6 93 FF234A Indoor hydrant with PRV /BS336 274"
Above ground pipes fire water pipes
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Connection from fire main
See ClA 66—0289
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