No Description
FF Code
— 59027 @= 108 FF251 Extinguisher Dry Powder, 12kg
106
DN100 wf/ 42 FF202 | Stop valve
A 52 FF207A Fire department connection /BS336 2 1/2"
DN100
76 FF221A  Fire Hose Cabinet 2 1/2" /BS336 2 1/2"
97 FF235A Outdoor hydrant with PRV /BS336 2 1/2"
290 FF236A Outdoor hydrant with PRV and monitor elbow /BS336 2 1/2"
N
(j) —————— Below ground fire water pipe (customer scope)
~ Above ground fire water pipe (customer scope) DN 150
Above ground fire water pipe (customer scope) DN 100
Hard Stand Area 8.1mx3.65m
DN100 Fire Fighting Pump House 6.1mx2.4m
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